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NTS

G-TTLB-TEXT, G-TTLB-SCND, G-TTLB-OTLN, G-TTLB-NOTE AND G-TTLB-LOGO IN THE ACTIVE FILE WHEN PLOTTING

4027-606

EXISTING WALL PIPE PENETRATION

 

 

1/2 " - 40H NEOPRENE

GASKET EACH FACE

CORE DRILL HOLE PIPE

OD + 2 1/2 ".  CLEAN PRIOR

TO INSTALLING AND

GROUTING WALL SLEEVE

HOT DIP GALVANIZE WALL PIPE AFTER FABRICATION.  COAT WITH

SPECIFIED PAINT SYSTEM PRIOR TO GROUTING.

CONCRETE

WALL

PL 3/8" x PIPE 

OD+10"

SQ, GALV

1/2 " IDENTICAL CONC

ANCHORS RADIALLY

SPACED @ 3 1/2 " OC MAX,

EACH SIDE OF WALL

INSIDE FACE

OF WALL

STEEL WALL PIPE FL x GE
3/8 " AIR HOLE,

TOP AND BOTTOM

PRESSURE 

GROUT THRU 

BOTTOM HOLE

1 1/2"

2" MIN


